Located in two distinct areas called North Fort and South Fort, the family housing stock consists of 4,003 living units in 1,292 buildings which were constructed in nine phases between 1972 and 1988. Units range in size from 1,073 to 2,746 square feet, with an average area of 1,393 square feet. Prior to the implementation of the ESPC, 3,243 (or about 81%) of the units were served by air source heat pumps and electric water heaters, while the remaining 760 had central air conditioners, natural gas forced-air &maces, and natural gas-fired water heaters.
In January 1994, the U.S. Army awarded a 20-year ESPC of the shared savings type to an ESCO. Under the terms of the contract, the ESCO replaced the space conditioning systems in all of Ft. Polk's family housing with GHPs. The total capacity of GHPs is 6,593 tons, installed in heat pump nominal capacities of 1.5, 2, and 2.5 tons, with one heat pump per living unit at an average size across the entire project of 1.65 tons. Each heat pump has its own ground heat exchanger of the vertical u-tube type, with one circuit (two pipes) per bore and two circuits in parallel (two single-family housing units for high-ranking officers had 2.5 ton heat pumps and three circuits in parallel). A total of 1,834,652 feet of 4 1/8 inch vertical bore was drilled (since the upper 3 feet of each bore is not part of the heat exchanger, the total installed vertical heat exchanger bore length is 1,810,628 for an average of 275 feet of bore per ton, and a total of 3,621,256 feet of 1-inch SDR-11 high density polyethylene pipe was installed in the bores). The bores were backfilled w'th standard bentonite based grout; no extraordinary measures were taken to thermally enhance the grout or to maintain space between the up and down pipes in the bore.
The gas-fired water heaters were also replaced with electric water heaters. Approximately 75% of the new GHPs include desuperheaters to supplement domestic hot water heating with energy recovered from the GHP when it is operating for heating or cooling. Additional energy conservation measures included low-flow shower heads and compact fluorescent lighting (all indoor and outdoor fixtures attached to housing) installed in all units, and attic insulation installed as needed. Hot water tank wraps and weather stripping were identified as optional energy conservation measures that may be implemented during ongoing maintenance, but these measures were not installed at the time this paper was written. The entire up-front cost of the retrofits and working capital to develop the projectapproximately $18.9 million ($2867/ton) -was borne by the ESCO, which also assumed responsibility for maintenance of the installed equipment for the duration of the contract. In return, the Army has contracted to pay the ESCO a percentage of the energy and maintenance savings realized each month. The structure of the ESPC is shown in Figure 1 . Electrical energy savings is determined by subtracting actual kWh consumption from the assumed baseline consumption, which is a hnction of the heating and cooling degree days which occurred during the month. The baseline is derived from a quadratic regression of historical data on monthly electrical consumption in the family housing vs. total degree days (i.e., the sum of heating and cooling degree days base 65 O F ) in each period. Similarly, natural gas savings is determined by subtracting actual gas consumption in therms fiom a weather-corrected baseline consumption, derived fiom a regression of the post's previous monthly natural gas consumption vs. heating degree days. Dollar savings are then determined by multiplying the electrical and gas savings by that month's base-wide average energy prices per k W h and per therm, as determined fiom utility bills. Over the life of the contract, the ESCO will receive about 77 percent of the savings achieved.
Since the ESCO assumes hll responsibility for maintaining the equipment installed, the Army's savings is its entire previous cost of W A C equipment maintenance in family housing. This is specified in the contract as $335.83 per residence per year (with minor cash flow adjustment stipulations and a consumer price index (CPI) escalator). For the 4,003 residences, this comes to approximately $0.24 per square foot per year. As with the energy savings, the ESCO will reckive about 77 percent of the maintenance savings over the life of the contract.
EVALUATION APPROACH
The objectives of the evaluation were to: 1) determine statistically-valid energy, demand, and O&M impacts of GHPs applied to military family housing at Fort Polk, and 2) improve the capability to evaluate, design, install, operate, and maintain GHPs in military family housing. The evaluation approach (Hughes and Shonder, 1996) , shown schematically in Figure 2 , includes three interrelated levels of field data collection (Levels 1, 2, and 3) . The fourth level of data collection (Energy Balance data) supports the advancement of GHP system design and energy estimating methods.
Level 1 addresses the population of housing: data on electrical demand and consumption were collected at fifteen minute intervals fiom submeters on fourteen of the sixteen electrical feeders that supply electricity to the family housing areas of the Fort (the original intent was to monitor a11 feeders, but the project's recording equipment could not be interfaced with existing metering on two feeders). Temperature and humidity data are also collected at fifteen-minute intervals at four different locations within the family housing area. Level 1 data allows comparison of preand post-retrofit energy usage patterns on the aggregate of all loads served by each feeder. A schematic of the level 1 data collection, pre-and post-retrofit, is presented in Figure 3 .
Level 2 data collection focuses on a sample of 42 individual housing units in 16 buildings. Total premise energy use and the energy use of the heat pump (or of the air conditionedgas fbrnace combination in some of the pre-retrofit units) were collected at fifteen-minute intervals. Level 2 data allows the determination of the coefficient of variation of savings across buildings and apartments. A schematic of the pre-retrofit level 2 data collection is presented in Figure 4 ; Figure 5 presents the schematic for post-retrofit data collection.
In Level 3, more detailed energy use data were collected on a subsample of 18 of the 42 Level 2 units (7 of the 16 buildings). i n addition to total premise and space conditioning energy, fifteenminute interval data are collected to isolate the energy use of the hot water heater, the air handling system, and the fitrnace in the pre-retrofit condition. Again the subsample includes buildings of varying floor areas, construction vintages, and other characteristics. This technical sample is usefbl for understanding the relative importance of the weather-sensitive end-uses versus base loads, and supports analysis to determine the savings attributable to the various conservation measures. Pre-and post-retrofit data collection is similar to that of level 2, presented in Figures 4 and 5.
ENERGY CONSUMPTION BASELINE
At Fort Polk, electrical energy is provided to family housing through sixteen individual feeders that are separately metered and read manually on a monthly basis. In its request for proposal (RFP), the Army supplied historical data on total electrical consumption from these feeders for a period of 55 months fiom August, 1988 through February, 1993. Prior to the award of contracts, the ESCO used the data from August, 1988 through March, 1992 to develop a formula to determine the baseline (pre-retrofit) energy consumption in family housing for each month; the electrical savings in each post-retrofit month is determined by subtracting actual electrical consumption from the weather-corrected baseline. The baseline formula is specified as: kWh/month = (-6.40743*X2 + 13095.7*X + 2899270)*(n/30) where X is the total number of heating plus cooling degree days (both base 65 O F ) occurring during the month at the base airstrip, and n is the number of days in the month. The minimum and maximum values of X over the historical data period were 120 and 690, respectively.
The historical data supplied in the RFP is plotted in Figure 6 . It is clear from this figure that not all of the variation in monthly electrical consumption is dependent on weather; in fact when compared to the historical data, the root-mean squared error (RMSE) of Equation (1) is 1,236,125 kWh, or about 18.5% of the average monthly consumption. Other causes of variation include differences in occupancy, number of holiday and weekend days, and street light operating hours from month-to-month. However, some of the remaining variation in Fig. 6 is still weatherrelated. Since all living units are cooled with electric vapor compression devices, but oniy 81 percent of units are heated that way (and these have supplemental resistance heat), one would not expect a simple total degree day correlation to remove all variation due to weather.
It should be noted that Eq. (1) is not a least squares fit to the data of Figure 6 . It was developed from a subset of the historical data, is only valid for values of total degree days fiom 120 to 690, and the engineering judgments made during the development of the expression, in hindsight, may have been no better than straight regression. An actual least-squares quadratic regression of the historical data gives: kWmonth = (2.3693*X2 + 5139.9*X + 4357719)*(n/30) The RMSE of this equation is 1,184,313 kWh, only slightly less than that of Eq. (1). The historical data, and the monthly consumption predicted by Eqs. (1) and (Z), are presented in Table 1 . Since both equations predict the historical consumption to about the same degree of accuracy, the use of Eq. (1) will not affect savings calculations appreciably, with the possible exception of months with total degree days near the high or low extremes. One possiile advantage of straight regression is that the constant term in equation (2) can be interpreted as an estimate of the monthly non-weather-dependent consumption. Understanding the relative importance of weather-dependent and non-weather-dependent consumption in the baseline period improves the accuracy of energy savings estimates.
In the course of analyzing our own 15-minute-interval level 1 data for the evaluation, we developed models of pre-retrofit electrical consumption for each of the 16 feeders which serve family housing. Details of these models, which predict daily energy use for the housing on each feeder based on average daily temperature, are presented in a companion paper Figure 7 .
Nevertheless, the baseline consumption formula is only as good as the data used to devefop it.
Some questionable figures have in fact been discovered in Fort Polk's historical electrical consumption records (Gordon, 1997) . For example, during some months certain meters were not read and zeroes were entered for their electrical use until a recording of cumufative consumption was made in a subsequent month. In other cases, the figure from the previous month was entered. All of this data, interpreted and refined as necessary, was used in developing the contract baseline. Since our correlation -developed from independently monitored data -is able to predict monthly consumption for the period 1989-1993 with about the same accuracy as the contract baseline, the effect of the erroneous values in the electrical consumption does not seem to be large. However, in fbture projects where electrical energy is provided by a number of feeders, it may be more prudent to develop baseline models for each individual feeder, and to sum these models to obtain total energy consumption. Using total degree days to weathernormalize monthly feeder readings will never remove ail of the variation caused by weather, but more of it can be removed if one avoids the mixing of space conditioning equipment types and vintages.
Some project partners may also prefer to collect and archive 9-12 months of IS minute interval pre-retrofit feeder-level electrical consumption to use as a check on existing records. This can be done without interfering with existing feeder meters or their calibrations, yet allows newly calibrated independent recordings. The project's meters were installed by applying current transducers to the secondary leads of existing meters. The current transducers were then interfaced to newly-calibrated watt-hour transducers and recorders independent of the existing meters. A diagram of a typical installation is presented in Figure 3 .
MONITORING AND VERIFICATION OF ENERGY SAVINGS P
Post-retrofit electrical energy consumption was monitored through meter readings fiom the 16 feeders serving the family housing area in order to determine energy savings. Using the terminology of the North American Energy Measurement and Verification Protocol (US. Department of Energy, 1996) and the more specific Measurement and Verification Guidelines for Federal Energy Projects (V.S. DOE Federal Energy Management Program, 1996) , this is an "Option C" monitoring and verification plan, whereby savings are determined from actual facility meter readings. (As an aside, the A S W Guideline Project Committee 14P is also developing "Guidelines for Measurement of Energy and Demand Savings", a documented expected to strengthen the technical foundation of M&V.)
Given the results to date, the "Option C" approach to monitoring and verification (M&V) of savings appears to have several advantages over other options for large housing projects. As described above, weather normalization is straightforward, depending only upon heating and cooling degreeday information, which is collected at most National Weather Service stations.
Since feeder-level meters monitor the entire population, savings calculations are more accurate than a system whereby a sample of buildings is monitored. Also, as opposed to stipulated savings agreements, the use of actual energy consumption data maintains motivation for the ESCO to sustain the energy efficiency improvements over the life of the contract.
Nevertheless there are some disadvantages to using feeder-level data for M&V in housing projects. First of all, the feeders may include non-housing loads such as street lighting, sewage treatment plants, sewage lift stations, supply water pumping, and fire stations. An accurate, upto-date electrical distribution diagram is required to identi@ these loads, as well as to determine which housing units are served by which feeders. If these loads are significant and are likely to change over the course of the project, it may be advisable to meter them separately and subtract the non-housing loads from the total.
Another problem with collecting feeder-level data is that the configuration of the electrical distribution system may change. For example at Fort Polk, the system can be reconfigured temporarily to perform maintenance, or to supply power during outages. For this reason, it may be advisable to install meters even on normally-closed connections to capture energy use during temporary reconfigurations. At Fort Polk, there is reason to believe that some permanent changes were made in the distribution system during the time retrofits were being installed.
"Plug load creep" is another issue that may affect ESPCs with feeder-level M&V: as new appliances are introduced and adopted by the public, overall electrical consumption tends to increase. Since savings are determined by comparison with the 1989-1993 electrical use, savings in fbture years may appear smaller than they actually are (Le., the increase in non-weatherdependent loads would have occurred with or without the ESPC). One way to correct for this would be to continue to use the manually recorded monthly feeder-level electrical consumption data, producing new correlations periodically to determine the non-weather-dependent consumption and adjusting the baseline accordingly.
As an example, in Eq. (2) above, historical monthly energy use in Fort Polk's family housing was correlated to a quadratic fbnction of total degree days. While in general the U.S. military does not monitor electrical use from individual residences, watt-hour meters were installed on a group of 130 apartments at Fort Polk at the time of their construction. The ESCO has been collecting monthly readings from these meters for more than two years. As shown in the companion paper , when scaled up to the entire facility, these monthly readings predict energy savings within 2 to 3% of the value derived from feeder-level data. The meter readings have also been used in negotiating baseline adjustments. While the cost of reading the meters is very low, they provide valuable information which can be used to supplement the information derived from feeder-level meter readings. in hture housing projects where meters are already installed, it may be worthwhile to collect such readings fiom a group of residences.
5, MAINTENANCE SAVINGS
Although reduced maintenance costs represent a significant portion of the Army's savings in this Although the Army's maintenance records were incomplete, the ESCO assumed responsibility for maintaining existing family housing W A C equipment approximately one year prior to the beginning of retrofit construction; the ESCO's records allowed us to develop an independent estimate of the Army's baseline maintenance costs . Examining the maintenance records for a random sample of 175 of the 4003 residences, we tabulated the fiequency of maintenance activities observed for each residence (e.g., charge system with refrigerant, clean indoor coil, replace outdoor fan motor, etc.) and obtained estimates of the time and materials required for each activity fiom an HVAC senrice technician.
This information, along with labor and overhead costs, provided an estimate of what it was costing the ESCO to maintain existing equipment. We reasoned however that this maintenance was not typical; since the ESCO was planning to replace the equipment with GHPs in the near hture, no instances of complete outdoor unit replacement were observed. In order to correct for this, we surveyed 3,879 of the outdoor units to determine their year of manufacture. The housing characteristics of the "building block" are determined by carefblly overlaying the construction contract history determined from the technical records and plan vaults. The starting point is the construction documents for each phase of the original construction (as mentioned above, family housing at Ft. Polk was built in nine different phases). Older housing often has already had energy-related retrofits since the original construction (attic insulation, window upgrades, etc.). When creating characteristics files for each "building block" housing unit, the objective is to establish the currently existing characteristics first and then make any modifications related to energy conservation measures that will be installed along with the geothermal heat pumps (in this case, lighting upgrades to CFLs affected heatingboling load calculations in all cases and attic insulation and window treatments sometimes).
The characteristics are documented in the form of input files to the heatingkooling design load calculations used to size the geothermal heat pumps. The design load calculation tool outputs are documented in the spreadsheet-based lookup table for each building block and orientation. The spreadsheet defines each of the 4,003 apartments by building block and orientation, design loads, geothermal heat pump size, building number, and the serving electric feeder (in the normal electric distribution configuration)
The design team did everything that is normally recommended for ground heat exchanger design and came face-to-face with the limitations of the state-of-the-art of ground heat exchanger design as of 1993-94. On-site short-term tests were conducted on ground heat exchangers installed at three locations (north, mid and south fort housing), specifically to determine the conductivity of the soil formation. The soil properties indicated by these tests were similar to what ASHRAE lists for heavy damp soil, and heavy damp soil was used as a design input. The designer was also aware of the diversity of sizes that available ground heat exchanger sizing methods recommend, and had utilized several different methods. The decision was made to install the larger of the recommended sizes because of the severe consequences of undersizing (potentially 4,003 separate ground heat exchangers needing add-ons).
Nevertheless, this evaluation indicates that the ground heat exchangers were somewhat oversized (Thornton et. al., 1997) . Data collected during the evaluation were used to calibrate an engineering model of the residential vertical geothermal heat pump system. As part of model calibration, the properties of the soil formation that enabled the ground heat exchanger component model to track data were determined to be similar to what ASHRAE lists for heavy saturated soil. Using heavy saturated soil and a variety of practical ground heat exchanger sizing methods, one still obtains a diversity of recommended sizes, but they are shorter than for heavy damp soil (Thornton et. ai., 1997) . Assuming the soil properties at the test apartment, and the apartment itself, are representative of the entire housing, feet of vertical bore could have been decreased by about 20 percent, from 1,834,652 to 1,467,722 feet (from 275 to 220 bore feet per ton excluding bore within 3 feet of the ground surface).
The design team also did everything that is normally recommended for energy estimating, although in hindsight some of the steps might have been carried out differently. Using pre-retrofit housing characteristics, engineering models of the building block apartments were assembled and weighted to create a model of all housing that was cafibrated to the available baseline monthly electric consumption data. Savings were estimated by changing the inputs to the engineering models to reflect all of the energy conservation measures (ECMs) to be installed. heatingkooling. This is important in projects of this type because the most important ECM (geothermal) primarily impacts heatinglcooting; if pre-retrofit heatinglcooling is overestimated, savings will be overestimated. We found the models available to estimate water heating savings due to desuperheaters to be crude, or to require far more input data than is typically available to a design team. This problem is being addressed with ongoing work.
The design team also performed short-term monitoring on a small sample of apartment installations both before and after the retrofits. However, true power measurements were not taken (amps were measured rather than watts), no weather data was collected, the prdpost data collection period was modest, the sample size and apartment selection technique could not support a direct savings estimate for the housing population, and the data set was ill-suited for calibration of engineering models. This data did provide a concrete (relative to models) demonstration of savings sufficient to secure construction funds for the project from a private investor, when considered afong with the creditworthiness of the customer (the Army) and the experience of the ESCO.
For hture projects some project partners may prefer a small pilot test of the comprehensive set of retrofits first. Data collection and analysis should be designed to determine the soil properties as described elsewhere (Thornton et. al., 1997) , to enable economic yet safe and reliable ground heat exchanger sizing. The same pilot provides data that supplements the monthly baseline data on feeders, so that a better job of calibrating engineering models and estimating energy savings can be done. Although pilot tests could be conducted to estimate housing population energy savings directly, the cost of the required sample size and duration would likely be prohibitive if it must be fknded as part of the project investment.
The nature of the site data collection during project development that some project partners may prefer is summarized here because it is significantly different fiom what was done by the developers of the Ft. Polk project, or by the project evaluators. First, the feeder level data is discussed.
The 3 or so year history of manually recorded monthly electric consumption by feeder is still desired. However it may be desirable to have this same data recorded at IS minute intervals for a period of 9-12 months before retrofit construction, and perhaps during and after construction (27-36 months) using the non-obtrusive interface described above and presented in Figure 3 .
This 15 minute interval data serves several purposes. First, the pre-retrofit period provides ambient temperature and power data in convenient electronic form for calibrating engineering models of housing population energy consumption during the pre-retrofit period in a way that properly determines the relative importance of base loads and space conditioning. Then the 1s calibrated model provides one means of estimating savings of the ECMs across the housing population. Second, the pre-retrofit data supports development of pre-retrofit electric consumption models by feeder that reference daily averages of k W h and ambient temperature, and provide a more reliable means of estimating savings in the early days of the project than monthly readings (30 data points each month rather than one). Third, the post-retrofit data supports the development of the same sort of consumption model for the post-retrofit period.
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Having both the pre-and post-retrofit daily average models archived may also be usefbl in the event of fbture disputes. For example, as mentioned above, if savings decline over time, reinstalling 15 minute data collection equipment for a short period might indicate a significant rise in post-retrofit kWh consumption on mild (baseload) days, which could lead to an amicable agreement on a baseline adjustment for plug load creep. Such data could also help the parties agree on the impacts of changes in occupancy rates and total occupancy, or indoor temperature setpoints, if these become issues over the term of the ESPC. If no disputes arise during the contract, the need to record 15 minute data after the initial 27-36 month period will never arise.
In addition to the feeder data, some project partners may prefer that prdpost data be collected on a small sample of apartments receiving installations of the comprehensive package of ECMs.
If collected properly, this data will provide a better indication of soil properties than the currently available short-term on-site tests. This data also provides an opportunity to calibrate engineering models to detailed data on a few apartments. Building energy analysis engineering models have many inputs, some are best calibrated to global (feeder) data as described above and others are best calibrated to detailed data fiom individual apartments (Thornton, et.al. 1997 ). Having both "pre" feeder data and "prdpost" apartment data during the project development phase will significantly increase the reliability of prior estimates of energy savings. If periodic corrections for plug load creep are to be made, the apartment-level data can also be used to provide a check on base load calculations derived fiom the feeder-level data. Perhaps after a few more projects, customers and project developers and fbnders will be confident enough to pursue these megaprojects without any pilot testing. Some may have that level of confidence now.
POTENTIAL ECONOMIC IMPACTS OF LESSONS LEARNED
The lessons learned in this evaluation can be used to improve the economics of future ESPCs. To illustrate this, we examine below how the economics of an ESPC like the one at Fort Polk can change under various scenarios. It should be noted that the numbers presented here are based on energy savings for a typical meteorological year as determined from the pre-and post retrofit models we developed in the course of the evaluation. Maintenance costs and savings are based on our estimates as well, and energy prices are average values. The figures presented here are for illustrative purposes only, and do not correspond to the actual costs and payments in the ESPC, which vary by year according to weather and other factors stipulated in the contract and its amendments.
The financial structure of the ESPC from the standpoint of the Army is presented graphically in heat pumps and ground loops. At 20 years, the heat pumps may be approaching the end of their usefid service life, but the ground loops will likely outlive several more heat pumps. This will reduce the Army's cost of installing new GWs, should it desire to do so. Our research has also shown that the ground heat exchangers were oversized in this project, possibly by as much as 20%. At $3.50 per bore foot, the up-front cost of the project could have been reduced by about $1,300,000. In hture efforts of this kind some project partners may wish to perform the measurements required to develop more accurate estimates of soil properties to support refined loop sizing. A rough estimate for the data collection required is $100,000. end-use metering on them, but 6-9 months prior to initiation of general construction. This metering can occur simultaneously with the 9-12 month period of feeder-level pre-retrofit data colfection described above. Done properly this pilot test will determine soil properties for finetuning of ground heat exchanger sizing. The pilot test will also improve prior estimates of energy savings and help secure project financing.
Probably all project partners will want to benefit fiom site measurements of soil properties so that ground heat exchangers can be sized as economically as possible. Short-term tests on installed ground loops, conducted from a portable trailer, were not up to this challenge during the development of the Ft. Polk project. However, active programs to improve these methods may bear fruit in the near term. Until that happens, calibration of detailed ground heat exchanger models against data from operating pilot test heat pump units remains an alternative.
Design teams should also revisit the basic application design parameters in every large project.
Choices that should be reconsidered include: conventional or themafly-enhanced grout, circuit pipe size, and loop pump size.
Establishing the W A C maintenance expenditure baseline, and estimating savings relative to that baseline remains difficult but essential for geothermal heat pump projects to demonstrate themselves to be self-fknding (Le., to be positive cash flow). This is important for U.S. federal sector projects because the statutory authority allowing federal agencies to enter into ESPCs requires them to be self-hnding from energy-related operating accounts. Historical maintenance expenditure records kept by federal facilities generally are not adequate to establish a baseline, particularly in a budget environment where maintenance may be ufinded and deferred from year to year. Ft. Polk was no exception. The approach to establishing a maintenance baseline taken by the evaluation team, which relies on service incidence histories and nameplate data, may be as good as any. It resulted in a baseline of 26.5 centdft*/yr, similar to the 24.1 cents/ ft'lyr estimated by the Army while developing the project. As for what it will actually cost the ESCO to maintain the systems over the 20 year contract life, only time will tell. However the relevant price to the Army is what the ESCO agreed to do it for, which was 18.1 cents/ ft2/yr. HVAC maintenance for geothermal heat pump systems in schools has been reported to be 13 cents per square foot per year (Mancini, et.al., 1996) . 
